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NOTE: FULLY SPRINKLERED BUILDING
FOR FIRE PROTECTION DESIGN PLEASE
REFER TO DISANO SPRINKLER DESIGN
LUMITED DRAWMINGS.
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TYPICAL SUITE NOTES:

— LAST 1.8 OF EXHAUST DUCTWVORK C/W
INSULATION & VAPOUR BARRIER (TYPICAL)

— VENTILATION CONTRACTOR SHALL SUFPFLY
& INSTALL THE FLEXIBLE DRYER HOSL FROM
DRYER TO THE RIGD EXHAUST DUCT UNLESS
OTHERWISE NOTED BY OWNER

— MECHANICAL CONTRACTOR SHALL MAKE
ALL DRECT PLUMBING & DRAINAGE
CONNECTIONS TO THE DISHWASHER (C/W
SHUT—OFF VALVE & COPPER SUPPLY
PIPE)
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This drawing, is an instrument of service, is

provided by and is the property of United

Engineering Inc. The contractor must verify and

accept responsibility for all dimensions and

conditions on site and must notify United

Engineering Inc. of any discrepancy before
proceeding.
United Engineering Inc. is not responsible for the

accuracy of Architectural, structural, interior design,
etc. on this drawing.
Refer to the appropriate trade drawings before

proceeding with any work.

Installation must

conform to all applicable codes and requirements
of the authorities having jurisdiction.
This drawing is not to be scaled, all symbols are
graphic representations only.
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